BOROUGH OF ALLENTOWN
COUNTY OF MONMOUTH
STATE OF NEW JERSEY

ORDINANCE NO. 09-2026

AN ORDINANCE AMENDING CHAPTER 18: “SEWERS” OF THE BOROUGH’S
REVISED GENERAL ORDINANCES TO REVISE REGULATIONS PERTAINING TO
GREASE TRAPS.

WHEREAS, the Borough of Allentown (the “Borough”) maintains and operates a sanitary
sewer system in accordance with New Jersey law; and

WHEREAS, the Borough finds that the operations of its sanitary sewer system would be
enhanced by the updating regulations pertaining to the installation and maintenance of grease
traps;

NOW, THEREFORE, BE IT ORDAINED by the Mayor and Council of the Borough of
Allentown, County of Monmouth, State of New Jersey, that Section 18-8: “Installation and
Maintenance of Grease Traps” of Chapter 18: “Sewers” of the Borough’s Revised General
Ordinances is hereby amended as follows (stricken—text indicates deletions, underlined text
indicates additions):

CHAPTER 18: “SEWERS”

* * *

§18-8 INSTALLATION AND MAINTENANCE OF GREASE TRAPS.

a. All food establishments, catering establishments, commercial food preparation facilities,
car wash facilities, gas stations, auto maintenance garages and other such businesses
which generate sanitary sewage containing oil, fat or grease shall have and maintain
grease removal equipment that meets the requirements of this section and other facilities
that may be serviced by the wastewater treatment plant. Grease traps shall be installed
in separate lines serving that part of a plumbing system from which grease will be
discharged. Grease traps so installed shall be located and constructed in a matter that will
reduce the temperature of the effluent to permit the congealing or separation of grease.
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traps shall be maintained and easily accessible for cleaning and inspection to ensure

efficient operation. The grease trap shall be in continuous operation at all times.

Waste lines from commercial dishwashers shall not be directed through the grease trap,
unless provided with a cooling chamber and approved by the Allentown Borough




Plumbing Subcode Official and Plant Superintendent. Dishwashers shall provide a pre-

rinse sink which must be directed through the grease trap. A pre-rinse sink directed

through an interceptor shall be provided and located immediately adjacent to the

dishwasher in all new or remodeled retail food establishments.

Requirements for a grease trap may be waived if, in the opinion of the Borough Subcode

Official, Superintendent of the Wastewater Treatment Plant, or Borough Health Officer,

minimal or no grease will be generated.

Location of Grease Trap:
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Grease traps shall be installed in each line servicing fixtures into which grease will be
discharged. The interceptor shall be located, designed and constructed in a manner
that will permit easy access and cleaning. Grease interceptors shall be located outside
of the establishment whenever possible.

Any new commercial or industrial customer, as defined above, will be required to
install an Exterior Grease Trap unless:

(a) The customer can demonstrate to the satisfaction of the Superintendent of
the WWTP, Borough Health Officer or Plumbing Subcode Official the quantity
of grease discharge does not warrant an Exterior Grease Trap based on
minimal discharge projections; or

(b)  The operation of an Exterior Grease Trap would not be effective in the opinion
of the Superintendent of the WWTP, Borough Health Officer or Plumbing
Subcode Official due to the potential location of the facility.

In either case, an internal grease trap shall be provided.

Any existing commercial or industrial customer, as defined above, operating without

a_grease trap receptacle of any type, will be required by the Superintendent of the
WWTP, Borough Health Officer or Plumbing Subcode Official to install a grease trap.
Interior facilities will be considered based on the conditions stipulated under
Subsection c.2 above.

For any commercial or industrial facilities that are found to have grease trap systems
which are inadequate, and/or are in the process of changing owners, leases, or

renters, the fee simple owner will be required to:

(a) Submit to an inspection of grease retention equipment by the Plumbing
Subcode Official in coordination with the Superintendent of the WWTP or the
Borough Health Officer to determine adequacy of system sizing:

(b)  Update the system before the new operator can initiate business:




(c) Obtain all necessary approvals: and

(d)  Provide evidence of installation.

bc. Grease traps must be maintained and inspected by the owner to ensure that they are
neverallewed-te-do not reach more than 3/4 of their capacity. Grease trap cleaning shall
be done no less than every three months-biweekly. Cleaning shall be performed in a
manner that does not discharge grease to the sewer main. Cleaning of sewer lines of

grease buildup shall include removal of grease from the sewerage system. A maintenance

a
cl

€d. A maintenance log, including the time, date and signature of the person performing the
cleaning, detailing all maintenance actions and evidence of proper disposal from the
disposal service cleaning the retention receptacle shall be kept on the premises and shall
be readily available for inspection by the Borough and/or designated representative. If it
is determined that the system is not sufficient, the frequency of the cleaning procedures
shall be increased or a larger unit shall be installed.

All grease traps, interior and exterior, shall be designed in accordance with the current
National Plumbing Code Standards and subject to the final approval of the Borough
Construction Code Official and Borough Engineer and, upon application for a plumbing
permit, shall be reviewed and inspected by the Plumbing Subcode Official. In no case will
and exterior grease trap be less than 750 gallons in capacity, as stipulated in the National
Plumbing Code.

de. Grease trap additives shall only be used with the approval of the Borough Plumbing
Subcode Official. All removed material shall be disposed of in accordance with all State

and Federal regulations. Al-maintenancetogs—and-manifests shall-be maintainedfora
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ef. Inspections: grease traps shall be periodically inspected by the Borough Plumbing
Subcode Official, Superintendent of the WWTP or the Board of Health.

8. An inspection fee in the amount of $150 shall be imposed as follows:

1. For each inspection carried out pursuant to a complaint when such inspection
results in a determination that said establishment is in violation of the State
Sanitary Code or of any municipal ordinance or State and Federal regulation
relating thereto.



2. For each reinspection carried out after either a failure of the regular inspection or
failure of an inspection carried out pursuant to a complaint as set forth in this
section.

gh. Violations and Penalties. Any person violating or failing to comply with any of the
provisions of this section shall, upon conviction thereof, be punishable by a fine of not
more than $2,000 or by imprisonment for a term not to exceed 90 days, or by both such
fine and imprisonment, in the discretion of the Judge. The continuation of such violation
on each successive day shall constitute a separate offense, and the person or persons
allowing or permitting the continuation of the violation may be punished as provided
above for each separate offense.

Termination or Curtailment of Service. In cases where grease interceptor systems are
found to be inadequate due to under sizing, where blockages have occurred more than
once, or where the systems are not in place, the Borough shall have the option to
discontinue or curtail water service to the responsible establishment.

BE IT FURTHER ORDAINED that should any section, paragraph, sentence, clause, or phase
of this ordinance be declared unconstitutional or invalid for any reason, the remaining portion of
this ordinance shall not be affected thereby and shall remain in full force and effect, and to that
end the provisions of this ordinance are hereby declared to be severable.

BE IT FURTHER ORDAINED by Mayor and Council that all ordinances or parts of
ordinances inconsistent with this amending ordinance are hereby repealed to the extent of their

inconsistencies only.

BE IT FURTHER ORDAINED by Mayor and Council that this ordinance shall be in full force

and take effect after final passage and publication according to law.



ATTEST:
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THOMAS FRITTS, Mayor LAURIE A. ROTH, MAS, RMC, CMR
Municipal Clerk
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PUBLIC NOTICE

PLEASE TAKE NOTICE that the foregoing Ordinance was introduced and passed on

first reading at the Eegularly scheduled meeting of the Mayor and Council of the Borough of

Allentown on the @ day of “ lm lf’ , 2026, and will be taken up for final consideration and

passage at a regularly scheduled meeting of the Mayor and Council of the Borough of Allentown

to be held on the | day of l M’! K , 2026 at the Municipal Building, 8 N. Main Street,

Allentown, NJ.
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LAURI¥ A. ROTH, MAS, RMC, CMR, CPM
Municipal Clerk
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